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Section 1

SUMMARY

A novel variable -conductance heat-pipe approach has been developed that delivers
high-capacity loads, while eliminating the problem of artery gas blockage present in conven-
tional designs. The unit, known as a transverse header, uses ammonia as the working fluid
and nitrogen as the control gas. Its overall cylindrical shape is 2 in. in diameter by 2 ft long.
Under test with a fluid heat source, the maximum load achieved as a VCHP was 3, 600 w.
As with conventional gas-loaded pipes, good temperature control was also obtained. Two
applications of this device are described - a VCHP header for a heat-pipe radiator and a
self-controlled mounting plate for electronic-box thermal control.
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Section 2

INTRODUCTION

The use of heat-pipe radiators was recognized early by NASA and industry as a viable
tool for spacecraft thermal control. It provides several benefits for radiator systems, such
as simplicity, good thermal efficiency, and insensitivity to meteoroid penetration. Moreover,
it is lightweight, noiseless, has no power requirement, and provides automatic temperature
control using a gas-loaded, variable-conductance heat pipe (VCHP).

Of the various radiator configurations possible for the header (fluid, heat pipe or
VCHP) and the panel (heat pipe or VCHP), the most attractive with respect to manufacturing
simplicity and weight is a VCHP header coupled to many single-fluid-panel heat pipes. The
hardware required for the small-capacity-panel heat pipes had already been developed and
flight proven. However, this was not the case for the large VCHP header. Development of
this hardware was initiated at the start of the present contract, July 1971. A large-capacity
VCHP was built measuring 9 ft long by 1 in. diameter and employing a spiral artery tunnel
wick (Ref 1). As a single-fluid device charged only with ammonia, the pipe transported
over 3, 000 w (12. 8 kw-ft). However, when tested as a VCHP, significant degradation in
performance was observed. Entrapment of gas bubbles within the artery was determined
to be the cause of the degraded capacity. The problem of removing or controlling gas bub-
bles within arteries is a particularly difficult one that has received considerable attention
(Ref 2, 3, 4, 5, 6). While there has been some success achieved with a priming foil on a
relatively low-capacity (0. 8 kw-ft) methanol heat pipe (Ref 7), the solution to the bubble-
control problem with respect to large capacity VCHPs remains elusive.

In this report, an entirely different approach aimed at providing large capacity VCHPs
is described. It involves rearranging the evaporator and condenser surfaces so as to make
them insensitive to bubble formation, while preserving the inherently simple self-controlling
features of gas-loaded heat pipes. In this configuration, the liquid path is relatively short
and flows across or transverse to the longer vapor path. Because of the short liquid-transport
length, relatively large thermal loads can be accommodated. Furthermore, by channeling
the vapor flow along the condenser, traditional VCHP control can be provided with a wicked
gas reservoir.
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The initial concept and early feasibility models of the transverse header were developed
with in-house R & D funds. The work performed under this contract concerned the analysis,
hardware modification and testing of a previously built cylindrical transverse header. This
report includes results from the initial in-house test program and documents the NASA-funded
modification and test program.
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Section 3

DESCRIPTION OF TRANSVERSE HEADER

3.1 OPERATION

A transverse header is a heat pipe wherein the evaporator and condenser surfaces are
separated by a relatively short distance, compared to a conventional axial heat pipe, and
wherein the liquid flows in a direction which is transverse or perpendicular to the vapor
flow. Because of the short transport length, simple wicks can be utilized to provide large
heat loads (in the kilowatt range) without incurring the usually high viscous liquid pressure
losses associated with arterial pipes. Temperature control can be achieved using conven-
tional noncondensible gas techniques in a wicked or unwicked reservoir.

The transverse header concept is shown in Figure 3-1. It consists of a sealed volume,
which for purposes of illustration, is rectangular in cross section. The bottom and top
surfaces serve as the evaporator and condenser respectively, while the side walls are
adiabatic surfaces. The inside walls are wicked along their entire length with either screen
mesh, circumferential (as opposed to axial) wall grooves, etc. A thin, solid baffle is posi-
tioned between the evaporator and condenser surfaces dividing the vapor space in two. It
directs or channels vapor flow along the evaporator vapor space toward the left side where
an opening in the baffle permits the vapor to turn 180 deg and enter the condenser vapor
space. The baffle runs the length of the unit, and except for the opening at the left, is sealed
against the walls to prevent vapor from short circuiting directly to the condenser surface.
However, the seal is not so tight as to prevent condensed liquid from being wicked directly
from the condenser to the evaporator down the side walls. The liquid, whose pressure
losses are usually high in conventional heat pipes, thus takes the shortest path from con-
denser to evaporator while the vapor, whose losses are usually low, travels the longer route.
This results in large-load carrying capacities even with relatively simple, nonarterial wicks.

Temperature control is provided by a customary, noncondensible wicked gas reservoir
which communicates with the heat pipe through the condenser vapor space (between the baffle
and condenser surface). Blockage of the condenser proceeds from right to left, with com-
plete condenser blockage occurring when the fluid/gas interface travels across the entire
condenser length. In the shutoff mode, residual losses will consist of conduction along both
wick and side walls, as well as vapor diffusion through the blocked condenser vapor space.

3-1



WORKING FLUID/GAS
INTERFACE

rA

ACTIVE CONDENSER BLOCKED CONDENSER

I E R RESERVOIR

AROUND HEAT LOAD
BAFFLE I EVAPORATOR SURFACE

- A

HEAT LOAD

BAFFLE CONDENSER SURFACE

WICK (LINING WALLS)

CONDENSEDETURN ADIABATIC SURFACE

TO EVAPORATOR

EVAPORATOR SURFACE

HEAT LOAD

A-A

Figure 3-1. Transverse Header Concept
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These losses, which also occur in conventional, variable-conductance heat pipes (VCHP),
tend to be higher in the transverse header VCHP because of the proximity of the evaporator
and condenser. Depending on the means of controlling the reservoir temperature, active
feedback or passive control can be achieved.

During part-load operation, the fluid/gas interface will automatically adjust to changing
environments and load in an attempt to maintain constant vapor temperature. Because of the
simplified wicking system, movement of the gas across the wick is not expected to impair
wick performance. This is perhaps the most significant benefit of the device. It can transfei
high loads as a variable-conductance heat pipe without the need of an arterial wick, which up
to now, has had limited success because of gas-bubble entrapment problems.

3.2 DESIGN

The rectangular configuration shown in Figure 3-1 was actually built and tested. Its
purpose was to demonstrate the feasibility of the transverse header approach, which it suc-
cessfully did. Next, it was decided to build a second unit whose use could be demonstrated
for specific spacecraft thermal-control applications. Recent studies that evaluated heat-
pipe applications for Space Station and Space Shuttle (Ref 8, 9) indicated that simple heat-
pipe radiators coupled to a VCHP as a temperature controller are viable candidates for large
spacecraft heat-rejection systems. Typically, such systems employ a pumped fluid loop
that circulates within the spacecraft, picking up waste heat which it would then supply to the
radiator for disposal. The VCHP is used to transfer the load to the radiator and to control
the exit temperature of the fluid, ,thereby eliminating the need for bypass loops and valves.
Fluid temperature control is required for a number of reasons, such as to prevent fluid
from freezing under low-load conditions, to meet equipment temperature requirements, etc.
(Additional discussion regarding radiator application can be found in Section 6 of this report.)
Thus, it was decided to design a transverse header for a spacecraft heat-rejection system
that would have a large thermal capacity, use a pumped fluid as its heat source, and be
capable of controlling the exit fluid temperatures under varying loads.

It should be noted that this application is particularly suited to a transverse header
under part-load conditions, when only part of the evaporator surface is required to extract
heat from the circulating loop. The high-load portion of the evaporator will naturally corre-
spond to the active part of the condenser, imposing no requirement for longitudinal liquid
flow.
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A second consideration was to build a device that would serve as a laboratory tool in
that it would be easily modified and retested to evaluate the effect of different wicks, mate-
rials, etc. Of necessity, this resulted in a nonflight-weight development model incorporating
removable mechanical components rather than an all-welded design.

Figure 3-2 shows a sketch of the second unit designed in a cylindrical configuration.
It consists of two concentric cylinders whose annulus contains the working fluid, ultra-high-
purity ammonia. The outer surface of the inside tube is the evaporator, while the inside
surface of the outer tube is the condenser. Both surfaces have radial threads cut into them
to provide wicking and heat-transfer area. A thin, cylindrical steel baffle with a Teflon
coating on the outer surface is positioned midway between the evaporator and condenser.
The baffle, which runs the length of the unit, is open at the left end to permit vapor to enter
the condenser vapor space (the space between the baffle and the condenser), but is sealed at
the right end to prevent vapor from short-circuiting directly to the condenser surface. Six
equally spaced screen webs, extending the entire length of the pipe, pass through tight-fitting
slots cut into the baffle, and provide the fluid return path from the condenser to the evaporator.
Each web is constructed of a combination of 100 and 170 mesh screen.

The unit is designed to use a hot, flowing fluid as the heat source. Entering at the left,
the fluid, water, flows through a finned annulus formed between the inner surface of the
evaporator tube (i. d. = 0. 870 in.) and the outer surface of a 0. 75-in. diameter, solid, cylin-
drical flow plug. With this arrangement, heat is conducted from the fluid directly to the
evaporator surface across the 0. 070-in. aluminum tube wall with minimum temperature drop.

In this experiment, removal of heat on the outside condenser tube is accomplished with
a water spray. In a space application, a radiator coupled to the condenser would serve as a
means of rejecting heat.

Temperature control is provided by a wicked, noncondensible gas reservoir which
communicates with the condenser vapor space via three tubes. Insulators placed between
the pipe and reservoir provide thermal isolation for the normally cooler reservoir.

It was decided to set the vapor temperature control range at 75-78 F with the reservoir
at 55 0 F. This corresponds to a nitrogen gas charge of 0. 01756 lb. Table 3-1 lists pertinent
design details of:the unit. A photograph of the header is shown in Figure 3-3.

The unit described above represents the modified or final configuration on which most
of the testing was performed. The original or unmodified version, which was only briefly
tested, is identical except for the Teflon-coated baffle and the finning within the flow annulus.
Test results of both configurations are presented in the Test Section of this report.
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Table 3-1. Transverse Header Design Details

Item Parameter

Heat-Pipe Fluid Ammonia

Condenser Surface (Outer Tube)
* Inside Diameter 1.865 In.
* Outside Diameter 2.00 In.
* Material Aluminum
* No. of Threads/In. 150
* Length 22.3 In.

Evaporator Surface (Inner Tube)
* Inside Diameter 0.870 In.
* Outside Diameter 1.00 In.
* Material Aluminum
* No. of Threads/In. 150
* Length 22.3 In.

Baffle
* Material Stainless Steel
* Nominal Diameter 1.5 In.
* Length 22.3 In.

Wick
* Material Stainless Steel Mesh, 100 and 170
* No. of Webs 6
* Length 22.3 In.

Heat Source
* Type Circulating Heated Tap Water
* Flow Channel Annulus

* Inner Tube I.D.= 0.870 In.
* Flow Plug O.D. = 0.75 In.

* Flow Length 25 In.
* Finning Aluminum Offset Rectangular Strip Fin

12/In., 0.006-In. Thick

Reservoir
* Material Aluminum
* Size 7.48 In. Long X 4.5 In.-Diameter
* Noncondensible Gas 0.01756 Lb Nitrogen (When Operated

As A VCHP)
* VR VC 5.4
* Type Wicked
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Section 4

ANALYSIS

4.1 CAPACITY PREDICTIONS

The theoretical capacity of the cylindrical transverse header was estimated by summing
the pressure losses of the liquid and vapor flow paths. Equations defining these losses were
programmed to study how changes in design variables affect heat-pipe capacity. For exam-
ple, Figure 4-1 shows how the heat-pipe capacity varies with the number of webs contacting
the evaporator and condensor tubes, for two different fluids, ammonia and acetone. The
maximum capacity occurs at about 6 and 7 webs for acetone and ammonia, respectively.
Below this number of webs, liquid pressure losses in the evaporator and condenser grooves
dominate, while above this number, vapor losses become significant. Six webs were
selected for the ammonia working fluid, yielding a capacity of approximately 3, 800 w.

Because of its superior wicking and transport qualities, ammonia yields the higher-
capacity heat pipe. However, the capacity of approximately 1.0 kw achieved with the acetone
is still relatively high compared to conventional pipes of comparable size. This is important
in applications where a low-pressure, nontoxic working fluid is required.

The above analysis assumes a uniform heat input into the evaporator. This would be
obtained, for example, with an electrical heat source. However, with a flowing-fluid heat
source, evaporator heat input is nonuniform, being proportional to the temperature dif-
ference between the fluid (water) and heat-pipe vapor (ammonia). As illustrated below, this
temperature differential, or heat input, is highest at the inlet, and decreases along the
heat-pipe length. The net effect is that the heat-pipe capacity will usually be lower for non-
uniform heat input compared to the uniform heat input case. An estimate of the reduced
capacity is presented below.

PROPORTIONAL TO
HEAT FLOW INTO
EVAPORATOR

.. 
TOUT

VAPOR

HP LENGTH --
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* CONDENSER DIAMETER =1.86 IN.
* LENGTH = 22.3 IN.

* UNIFORM EVAPORATOR HEAT INPUT
* TEMPERATURE = 800F

4.0

3.5

AMMONIA
3.0

S 2.5
-

2.0
LU

S 1.5 ACETONE

1.0

0.5

0 IIII

0 2 4 6 8 10 12

NUMBER OF WEBS

Figure 4-1. Capacity Prediction of Cylindrical Transverse Header

4-2



The maximum heat flux at the inlet is given by

q" = U (T. -Tmax e (Tin ap

where

q"m)x = maximum heat flux per unit area of evaporator surface, Btu/hr - ft2

U = overall thermal conductance between water and vapor, based on evaporator
area, Btu/hr - ft2

Tin = water inlet temperature, OF

Tvap = ammonia vapor temperature, OF

The average flux over the entire heat-pipe length is given by

WC (T.in- Tt),, pm out
avg A e

where

q"avg = average heat flux per unit area of evaporator surface, Btu/hr - ft 2

W = water flow rate, lb/hr

Cp = water heat capacity, Btu/lb - Fo

A = evaporator area, Ft 2

The ratio of maximum to average heat flux is thus

max UeAe(T inTvap)
q WC(T. - T ) (4-1)
avg WCpin- Tout

As with conventional heat exchangers, the heat-transfer effectiveness, S, can be defined
between the water and ammonia vapor:

(Tin- Tout)
(Tin - Tp ) (4-2)
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It can be shown (Ref 10) that if one of the fluids has a constant temperature, the effectiveness
can be expressed as

-UeAe/WCp4= 1- e (4-3)
Solving for the exponent yields

UAee 1
WC In(1 - (4-4)

Substitution of equations 4-2 and 4-4 in 4-1 expresses the flux ratio in terms of the heat
transfer effectiveness:

max 1
,, = (1/() InSavg (1- )

This relation is plotted in Figure 4-2. At high effectivenesses, where the heat transfer
between the water and ammonia is most efficient, the flux ratio is the largest. This implies
that the ammonia evaporation rate and liquid condensate return rate will be greatest at the
entrance, and consequently, the wicking system must be designed to accommodate this rate
to avoid partial entrance dryout. This can result in complicated, axially-varying or over-
designed wicking systems. Alternatively, if the simple wicking system cannot handle the
high-entrance loads, the pipe will be forced to operate at a reduced power level, such that
the lower entrance load matches wick capability.

The reduced load for the six-web, cylindrical transverse header has been estimated
and is shown in Figure 4-3 as a function of effectiveness. For example, at an 4 of 0. 70,
the capacity is estimated at 3300 w. At low effectivenesses, the capacity approaches the
"uniform heat input" load of 3, 800 w.

4.2 SYSTEMS THERMAL MODEL

4.2.1 Description

An overall systems thermal model of the transverse header was generated to study
how the device responds to changes in design variables and to predict steady state system
performance during subsequent testing. It was used to identify operating characteristics
of the pipe and suggest hardware changes that would improve its performance.
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A simplified systems schematic of the header is shown in Figure 4-4. The model
assumes an incoming water heat source at a given temperature flowing through either a finned
or unfinned annulus in the heat exchanger. The heat is removed with a separate, fixed-
temperature water spray over the condenser surface. Water and ammonia heat-transfer
coefficients were determined from test data or calculated from standard empirical relations
to determine evaporator and condenser temperature drops. The location of the gas/vapor
interface or active condenser length is calculated using the simplified flat-front theory. It
is a function of a number of variables, including vapor and reservoir temperatures,
reservoir-to-condenser volume ratio (VR/Vc), nitrogen control-gas charge, etc. A sum-
mary of the various input and output parameters of the program are shown in Figure 4-5. A
listing of the program is presented in Appendix A, along with a sample printout sheet.

4. 2. 2 Effect of Variables on Performance

Figure 4-6 shows the predicted performance of the cylindrical transverse header with
water flowing at 500 lb/hr through an unfinned heat exchanger. Up to a load of about 2, 850 w,
the interface is located within the 22. 3-in. condenser length, resulting in the traditionally
constant vapor-temperature profile. Its value of 77 0 F is the result of the nitrogen gas
charge, reservoir volume, and temperature. However, beyond the load of 2, 850 w, the pipe
is fully open (condenser is fully operative) and the vapor temperature now increases linearly
with load.

More important than vapor-temperature control is the ability to control or restrain
variations in outlet water temperature with changes in load and environment. This is a basic
requirement of a spacecraft's pumped-loop heat-rejection system. Within the controllable
load range, it is seen that the outlet temperature varies from 77 to 1100F.

The amount of control of outlet water temperature is a strong function of the effective-
ness, 4, of heat transfer between the water and ammonia vapor. This effectiveness was
defined earlier by equation 4-2. It can be rewritten in the form

Tout = (1 - )Tin + Tva p  (4-5)
out i vap

Ideally, a unit that has an effectiveness of 100% provides an outlet water temperature equal
to the vapor temperature. Figure 4-7 shows the outlet water-temperature variation with load
as a function of heat exchanger effectiveness. It is apparent that if the VCHP has a high
effectiveness, the outlet temperature will closely track the vapor temperature. This is
desirable since a VCHP inherently provides a near-constant vapor temperature with load.
Conversely, a VCHP with a low effectiveness provides less regulation of outlet temperature.
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INPUT PARAMETERS

GEOMETRY

- SURFACE DIMENSIONS: EVAPORATOR, CONDENSER
HEAT EXCHANGER (HX)

- RESERVOIR VOLUME

* HEAT-TRANSFER DATA OUTPUT

- FILM COEFFICIENTS: EVAPORATOR, CONDENSER
SINK, HX

S OUTLET HX FLUID TEMPERATURE
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Figure 4-5. Basic Input/Output Parameters of Transverse Header Mathematical Thermal Model
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Equation (4-3) indicates that the effectiveness can be improved by either increasing

the overall conductance, UA, or decreasing the flow rate. Overall conductance is directly
proportional to the water and evaporator film coefficients, as well as to their corresponding
heat-transfer surfaces. The heat-transfer area can be increased easily by either providing
extended heat-transfer surface in the form of finning or by increasing the length of the unit.
Both effects will, however, cause a higher pressure drop across the heat exchanger. Lower-
ing the flow rate influences the effectiveness in opposite ways. From the above equation,
a lower flow rate will increase 4; however, a lower flow rate will also result in a lower
water film coefficient, which decreases 4. Generally, when the flow is in a single regime,
e. g., turbulent or laminar, the first effect is more pronounced and the effectiveness will
improve with decreasing flow.

This effect is seen in Figure 4-8, which shows the change in effectiveness predicted
by the model as a function of flow rate for both a finned and unfinned heat exchanger. For
the unfinned case, increases with decreasing flow rate, except in the transition region
where it drops off sharply due to a large decrease in water side-film coefficient. For
example, between the flow rates of 500 and 350 lb/hr (a 30% decrease), the calculated
water film coefficient decreases from 707 to 243 Btu/hr-ft2- F (a 67% decrease). An
identical decrease in flow in the turbulent region of the unfinned case produces a decrease
in film coefficient of only 25%.

The addition of finning in the flow annulus significantly improves effectiveness from a
value of 0. 37 (unfinned) to a value of 0. 67 (finned), at the same 500 lb/hr flow rate. The
finning used in the analysis and subsequently installed in the unit was manufactured by
Hughes-Treitler (Garden City, New York) and is specified in Table 3-1. Water-film
coefficient data used in the analysis were obtained from Kayes and London, Figure 10-63
(Ref 10) for the finned annulus and from Krieth, equation 8-20 and Figure 8-15 (Ref 11) for
the unfinned annulus.

To summarize, the performance of the transverse header, as measured in outlet tem-
perature control, can be improved by increasing the heat exchanger effectiveness between the
flowing-water side and ammonia vapor side. The effectiveness can be significantly increased
by adding additional heat-transfer surface in the flow annulus of the heat exchanger. In
general, lowering the flow rate also improves effectiveness in a particular flow region.

4.2. 3 Performance Predictions

Performance of the unfinned unit has already been given in Figure 4-6 at a 500 lb/hr
flow rate. The performance of the finned unit at the same flow rate is shown in Figure 4-9.
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As expected, the addition of finning increases the effectiveness, producing a flatter outlet-
water temperature response. Within the controllable range of the pipe (up to about 3. 0 kw)
its temperature varies from 77 to 89 0 F, compared to a variation of 77 to 1100 F for the un-finned case. The corresponding lower inlet temperatures of the finned case is a further
benefit in minimizing fluid-loop temperature extremes. Like the vapor, the active condenser
wall temperature remains constant up to 3. 0 kw, since changes in load across the condenser
wall are handled by readjustment of the active condenser area. The location of the interface
that determines the active condenser is plotted in Figure 4-10. For loads lower than 3. 0 kw,
the interface is located within'the 22. 3-in. length of the condenser.

It is interesting to note how the unit behaves as a single-fluid heat pipe (SFHP) without
the control afforded by the nitrogen gas. For this condition the outlet temperature responds
linearly, as shown by the dashed line in Figure 4-9. Its temperature varies from 55 to 89 0 F
or 34 0 F over a 3.0-kw load range. This is approximately three times the 12 0F variation
(77 to 89 0 F) over the same load range achieved with VCHP control.

The response of the finned unit at other flow rates is shown in Figure 4-11. There is
a surprisingly small variation in outlet temperature response over the range of flow rates
from 167 to 800 lb/hr. This is because there is a high effectiveness, i. e. ( = 0. 92 at the
low flow rate, while at the high flow rate, where the effectiveness is lower, the relatively
flat outlet temperature results from the smaller required variation in inlet temperature.
As was mentioned before, this smaller variation in inlet temperature is advantageous in
minimizing fluid-loop temperature extremes. Thus, except for possible pressure drop
penalties, high flow-rate designs can also provide acceptable performance in spite of their
lower effectiveness.

Figure 4-12 depicts the theoretical temperature profiles of the water and condenser
wall at three different power levels. For example, at a power of 350 w, the condenser wallis constant at 73 0 F up to a point about 3 in. from the left end. This corresponds to the
location of the vapor/gas interface. The remainder of the condenser from 3 to 22. 3 in. is
blocked by the control gas, and its temperature is that of the sink, namely 55 0 F. At higher
loads the interface moves toward the right, decreasing the blocked length.
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Section 5

TESTING

Tests were performed on both configurations of the cylindrical transverse header. The

first involved the original design, which did not have finning in the heat exchanger or the

Teflon-lined baffle. The second or modified design incorporated both features. Although

the bulk of the test effort involved the modified design, data from both tests are included,

along with a discussion of result. This follows a description of the test setup which was
similar for both the original and modified configurations.

5.1 DESCRIPTION OF TEST SETUP

The pipe was instrumented with 24 thermocouples, as shown in Figure 5-1. Ten con-
denser measurements were taken, seven on top at 12 o'clock, (T/C 1-7), two on the bottom
at 6 o'clock (T/C 8, 9) and one at the side (T/C 10). These thermocouples were held tightly
in place with mechanical tie-wraps. Seven evaporator thermocouples were placed on the
inside surface (12 o'clock) of the inner tube (water side) to record the evaporator wall tem-
perature. Although they were mechanically held against the surface, their contact with the
wall could not always be guaranteed. This was because the thermocouple locations in the
inner tube were generally inaccessible and complicated by the requirement that they provide
minimum interference with the water flow in the annular passage.

The heat source was a regulated tap-water supply whose temperature could be increased
with an in-line electric heater. The flow rate was measured with a rotometer, which along
with inlet and outlet immersion thermocouples (T/C 21, 22), was used to determine the
thermal load, i.e., Q = WCp (Tin - Tout). Figure 5-2 plots thermal load for different flows
and AT's.

Cooling was provided by a water spray over the entire length and circumference of the
condenser. When the pipe was used as a VCHP, a separate water spray was used to control
the reservoir temperature. However, when operated as a single-fluid device (charged only
with ammonia), reservoir cooling was discontinued and the reservoir was insulated. Its
temperature measurements served as an indication of vapor temperature. When the pipe was
operated as a VCHP, a pressure gauge was attached to the reservoir to determine vapor
temperature. This gauge was not installed until after the first series of tests.
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5.2 TEST RESULTS - ORIGINAL CYLINDRICAL DESIGN

The purpose of the first series of tests on the original cylindrical configuration was to
evaluate how the unit performed and to suggest possible improvements in header design for
additional test evaluation. Testing was initially done with the header as a single-fluid heat
pipe (SFHP) to establish a baseline case that could be compared to the subsequent variable-
conductance heat-pipe (VCHP) runs. SFHP tests are also useful to determine evaporator and
condenser film coefficients. The test effort with the original cylindrical design was per-
formed under in-house funding.

5.2.1 Single-Fluid Heat-Pipe (SFHP) Tests

The pipe was charged with approximately 85 g of ammonia for the SFHP tests. For
these runs the reservoir was insulated. In general, a test point consisted of fixing the pipe
orientation to the desired tilt, turning on the spray cooling for the condenser sink, and finally
adjusting the inlet water temperature and flow rate to the desired values. After a few min-
utes steady state was achieved, and the data from the instrumentation was recorded. Table
5-1 lists the pertinent steady state test points that were taken.

Runs were made at different tilts, flow rates, inlet water temperatures, and sink
temperatures. However, to allow subsequent comparison with VCHP data, most of the test
points were taken with the pipe level, a flow rate of 500 lb/hr (1. 0 gpm) and a condenser sink
temperature available from the tap at 550F. The performance of the pipe under these con-
ditions is shown in Figure 5-3. As expected, water inlet, outlet, and vapor temperatures
were linear with load. The highest capacity obtained during these runs was 2,670 w.

Although no attempt was made to determine dryout, the linearity of the parameters in
Figure 5-3 suggests that dryout was not reached. (When dryout occurs, it would be expected
that the water temperature and the evaporator/vapor AT would increase at a progressively
higher rate with load, as the wetted evaporator surface continues to decrease).

At a steady state operating condition the evaporator wall temperature is not constant,
but decreases along its length, tracking the decrease in water temperature. This is shown in
Figure 5-4, where the temperature distribution is plotted as a function of pipe length for
the water, evaporator, vapor and condenser. Two distributions are shown, one at 2,670 w
and the other at 1, 500 w. In both cases, the flow rate and sink temperature were the same,
namely, 500 lb/hr and 550F, respectively.
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Table 5-1. Single-Fluid Performance Test Points - Original Design

Test Tilt, Water Temp, OF Sink Vapor = WCpaT, he hPoints In. W = Lb/Hr In Out Temp, OF* Temp, OF Watts ** **

iS Level 200 80.2 69.2 57.0 50.3 620 734 1390
2S Level 500 63.7 61.0 54.7 57.4 400 1090 1270
3S Level 500 75.7 69.7 56.0 61.3 900 980 2290
4S Level 500 77.7 70.7 56.5 61.7 1025 1140 1860
5S Level 500 85.8 76.0 57.0 64.3 1500 1040 3810
6S Level 500 94.3 82.0 48.0 67.3 1800 1050 3810
7S Level 200 105.0 88.5 -59.5 70.7 2420 1080 4600
8S Level 500 109.7 91.5 60.0 70.9 2670 990 -
9S Level 800 88.8 80.2 59.0 68.3 2024 1230 3860

10S Level 800 86.5 78.5 59.0 65.9 1920 1160 4060
11S Lefel 200 91.0 81.0 72.0 74.2 590 873 4500
12S Level 400 91.3 71.3 75.0 75.0 950 1020 3620
13S Level 600 92.0 84.7 71.0 76.0 1285 1140 4080
14S +0.46 200 78.5 68.0 56.2 59.3 600 -
15S -0.46 200 81.0 69.5 56.5 59.8 640
16S +1.05 825 87.2 78.7 58.0 66.2 2060

*The sink thermocouple (T/C No. 23) reflects a mixed inlet and outlet water spray temperature. Except for points 11S, 12S and 13S, the inlet
temperature was constant at approximately 55 0 F. For runs 11S, 12S, and 13S, the inlet temperature was a few degrees lower than shown

**Film Coefficients, Btu/Hr-Ft 2-OF
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At the water flow entrance, the temperature difference between the water and evaporator

is surprisingly smaller than at points further down stream, indicating a higher heat load at

the exit rather than the entrance. However, it is possible that the evaporator wall is actually

lower than indicated by its thermocouples which, because of poor contact, are reading values

somewhere between local water and wall temperature. It is also possible that local topside

evaporator grooves situated near the water entrance are partially dried out, since this is the

region that is subject to the highest heat flux and gravity head. In any event, progressive

dryout with load is not indicated from the linearity of the data in Figure 5-3.

The temperature drop between the vapor and condenser surface is much smaller than

the drop between the evaporator and vapor. This is partially due to the fact that the con-

denser area is approximately twice that of the evaporator. In addition, the topside condenser

thermocouples reflect the small, no-puddle, film drop across the condenser, whereas the

topside evaporator thermocouples (even assuming perfect contact) are in the region where

partial groove-dry may occur, thereby resulting in the largest possible AT's.

Estimates were made of evaporator and condenser film coefficients from the test data
using the following equations:

he= AAT (5-1)
e LM,e-v

he A AT (5-2)
c V

where

ATLM, e-v = the log mean-temperature difference between the evaporator wall

and vapor at the pipes' entrance and exit, OF

ATv c = difference between the average vapor and condenser temperatures, OF

Q = heat load, Btu/hr

h = film coefficient, Btu/hr-ft2- F

The log mean AT was used for the evaporator film coefficient because the varying tempera-
ture difference between the evaporator and vapor is similar to that found in conventional fluid
heat exchangers. The total evaporator and condenser areas used were

Ae = 7r (1. 0) (22. 3) = 70 in.2

A = 7r (1. 865) (22. 3) = 131 in. 2
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Table 5-1 lists the calculated values of film coefficient for each of the level test points.
It is seen that the evaporator film coefficients are fairly consistent over all the test points,
with the arithmetic average being 1, 050 Btu/hr-ft2-a F. However, due to the suspected poor
thermocouple contact, it is estimated that the film coefficient is higher, probably around
2, 000 Btu/ht-ft2 F, based on test data from similar groove dimensions (Ref 4).

The condenser film coefficients are higher and are somewhat more erratic than those
of the evaporator, with the average value being 3, 260 Btu/hr-ft2-a F. The scatter is partially
due to the inaccuracies of the small temperature difference between the condenser wall and
vapor, as seen in Figure 5-4.

A few points were taken to determine the effect of tilt on pipe performance (test points
14S, 15S and 16S). Tilt was applied by elevating the water inlet side above the outlet side
(positive tilt values) or elevating the outlet above the inlet side (negative tilt values). The
effect on temperature distribution was hardly noticeable, as seen in Figure 5-5, which
compares 16S (tilt = +1.0 in.) with point 13S (level) at approximately the same power level of
2, 000 w. Similarly, no change was observable between the positive and negative tilts of test
points 14S and 15S.

The heat exchanger effectiveness, 4, as defined by equation 4-2, was calculated from
the data in Figure 5-3 to be 0. 46 at a flow of 500 lb/hr. This is 25% higher than the analytical
value of 0. 37 obtained from Figure 4-5. It is felt that the presence of evaporator-wall ther-
mocouples in the flow passage result in flow disturbances that enhance the film coefficient
predicted by the analysis.

5.2.2 Variable- Conductance Heat-Pipe (VCHP) Tests

Following the single-fluid tests, nitrogen was injected into the pipe to provide thermal
control. Tests were conducted with the insulation removed from the reservoir and cooled
with 55 0 F tap water. A summary of the tests is given in Table 5-2. All test points were
conducted in a level orientation at a water flow rate of 500 lb/hr, except test point 9V, which
was run at 800 lb/hr. For this higher flow rate, a load of 3, 060 w was achieved.

Figure 5-6 shows the VCHP performance as a function of load at a flow rate of 500
lb/hr. Comparing its behavior under the same conditions to that of -he single-fluid data in
Figure 5-3, the VCHP mode produces modulated vapor and outlet water temperature. Vapor
temperature was controlled from 77 to 800 F over a load variation of 400 to 2, 610 w. Over
the same range, the single-fluid test yielded a vapor temperature range of 57 to 710 F. Thus,
the vapor temperature was controlled to a 30F range in the VCHP mode, compared to 140 F
in the SFHP mode over a load of variation exceeding 2 kw.
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Table 5-2. VCHP Performance Test Points - Original Design

Test Tilt, W, Lb/Hr Water Temp, OF Sink 0 = WCpAT, Tv, OFPoint In. In Out Temp, OF Watts (Calc)

1V Level 500 67.7 66.5 54.5 178 65
2V Level 500 76.5 74.5 54.5 305 73
3V Level 500 83.7 80.5 55.3 470 77
4V Level 500 85.3 81.5 55.5 545 78
5V Level 500 98.0 89.8 57.0 1225 77
6V Level 500 102.3 92.0 59.0 1550 80
7V Level 500 115.0 98.5 63.3 2450 80
8V Level 500 116.5 99.3 63.5 2610 80
9V Level 800 112,0 99.0 64.3 3060 79
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The vapor temperature for the VCHP mode was not measured but calculated from
equation (5-1). An average evaporator film coefficient of 1,050 Btu/hr-ft2 F was assumed
based on the single-fluid data. This should be valid for the VCHP mode since the evaporator
region, like the single-fluid mode, is entirely within an ammonia vapor environment, i.e.,
no noncondensibles. In addition, the evaporator temperature profiles are similar, as will
be seen later.

It is seen from Figure 5-6, that the outlet water temperature, the desired control
parameter, is also modulated with load. Its response in the VCHP mode is compared in
Figure 5-7 with that of the single-fluid mode. Over the load range of 400 to 2600 w, the
variation was 310 F in the SFHP mode, compared to 210 F in the VCHP Mode, or a reduction
in outlet temperature variation of 32%. Greater regulation of outlet water temperature can
be obtained, as discussed in Section 4, with higher heat-transfer effectivenesses between
the water heat source and ammonia vapor. For this unfinned configuration, the effectiveness
was calculated to be 0. 46 for both the SFHP and VCHP modes.

The highest load tested at 500 lb/hr was 2,610 w at a water inlet temperature of
116.50 F. Furthermore, the linearity of the parameters in Figure 5-6 beyond the load of
1, 200 w suggests that dryout or partial dryout had not been reached.

Temperature profiles in the VCHP mode are shown in Figure 5-8 for loads of 1,550
and 2610 w at 500 lb/hr and level orientation. A comparison between the single-fluid pro-
files in Figure 5-4 and the VCHP profiles in Figure 5-8 at comparable power levels reveals
that the evaporator temperature distributions are about the same. However, a significantly
larger overall AT exists between the condenser and vapor in the VCHP mode. This is due to
the action of the control'gas which, as vividly illustrated in test point 6V of Figure 5-8, has
blocked off a significant portion of the right side of the condenser. In the high-load con-
dition of test point 8V, most of the gas has been driven from the condenser, leaving a small
blocked region at the beginning and end. The blocked region at the beginning (or left side) of
the condenser is unexpected and may be due to a trapped pocket of gas that is isolated from
the sweeping action of the vapor as it turns around the baffle and enters the condenser. The
results in Figure 5-8 clearly show that the vapor temperature is relatively constant over the
load range, while the blockage in the condenser decreases with increasing load.

The low end of the control range appears to be about 400 w (Figure 5-6). Below this
value the vapor temperature is no longer constant, and it is presumed that the control gas
completely fills the condenser vapor space. Under these conditions, the losses between the
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water stream and condenser consist of conduction through both end walls, conduction through
the ammonia-saturated wick and vapor diffusion of ammonia through the nitrogen control gas.
An analysis of these losses, presented in Appendix B, concludes that vapor diffusion is the
major contributor of losses in the shutoff mode. Methods of reducing these losses, if
required for a particular application, are suggested in Appendix B. The ratio of maximum
to minimum power, some times called the turndown ratio, is calculated to be 3060/400 or
7. 7 to 1.

5.2.3 Conclusions and Recommendations

Test results regarding the original cylindrical transverse header design can be summed
up as follows:

1. A high-capacity, gas-controlled VCHP has been built and tested that can handle
at least 2,600 w in the VCHP mode without any noticeable degradation.

2. Vapor and outlet-fluid temperature control has been demonstrated via the block-
ing action of the control gas. The vapor temperature variation was 30 F in the VCHP mode,
compared to 140 F in the SFHP mode, over a load range of 400 - 2600 w. The corresponding
variation of outlet water temperature was 210F (VCHP), compared to 310F (SFHP).

3. Losses in the shutdown mode were approximately 400 w. These are mainly due
to ammonia diffusion through the nitrogen control gas.

Recommendations for subsequent hardware modifications and testing are:

1. Improve outlet-water temperature control by increasing the effectiveness be-
tween the water heat source and ammonia vapor using finning in the flow annulus.

2. Investigate means of reducing losses in the shutoff mode, for example, by
shielding the baffle and webs to minimize wetting with ammonia.

3. Determine vapor temperature in the VCHP mode by using a vapor thermocouple
or pressure gauge.

4. Determine dryout limit in both single-fluid and VCHP modes.

5.3 TEST RESULT - MODIFIED CYLINDRICAL DESIGN

After the first series of tests the unit was modified in accordance with the recom-
mendations cited earlier. The following changes were made:

1. Installation of a nonwetting Teflon tape to the outer surface of the steel baffle
to reduce mass diffusion losses when header is shut down

5-16



2. Installation of aluminum finning to the water flow annulus to increase the heat
exchanger effectiveness and temperature control of the device

3. Installation of a pressure gauge to determine the vapor temperature when the
unit is operated in the variable-conductance mode

The scope of the test effort was also expanded to study parameters not previously
evaluated. These included: testing over a wider range of water flow rates (150 to 800 lb/hr)
and inlet temperatures (55 to 1400F); two sink/reservoir temperatures (550F and 750F);
and two water flow directions in the evaporator tube - normal (toward reservoir) and reverse.

Evaporator wall thermocouples were reinstalled, but because of the limited access
imposed by the finned annulus, good wall contact could not be assured. As was previously
done, the first test sequence was with a single fluid, i.e., ammonia. This was followed by
nitrogen gas-injection and testing in the VCHP mode.

5. 3. 1 Single-Fluid Heat-Pipe (SFHP) Tests

The pipe was again charged with 85 g of ammonia and configured for single-fluid testing
by insulating the reservoir. Table 5-3 lists the steady state runs that were made. In this
table a test run, such as 3S, means a series of steady state test points at different inlet water
temperatures from 60 to 1400 F, with constant flow rate, tilt, sink temperature and flow
direction.

Figures 5-9, 5-10 an d 5-11 show the response of the inlet, outlet and vapor temper-
atures with load for water flow rates of 150, 500 and 800 lb/hr, respectively. All the
temperature data is linear with load; the slope, as expected, is inversely proportional toflow rate. Similar responses were obtained for the intermediate flow rates of 350 and 650 lb/
hr. The highest load achieved was 3. 9 kw for run 3S. No indication of dryout was observed
for these or subsequent single-fluid runs.

For the flow rate of 500 lb/hr, a heat exchanger effectiveness of 0. 63 was obtained
from the test date of Figure 5-10. As expected, this is higher than the 0.45 value obtained
for the unfinned heat exchanger. The effectiveness, computed from test data at different
flow rates, is shown in Figure 5-12 for the finned (modified) transverse header. The pre-
dicted behavior from Figure 4-8 is also shown. It is seen that test values agree reasonably
well with predicted values, particularly at higher flow rates. The improvement in effective-
ness over the unfinned transverse header is also shown. The effectiveness for the unfinned
configuration at different flow rates was obtained from the test data in Table 5-1.
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Table 5-3. Modified Transverse Header - Single-Fluid Runs

W,
Water
Flow

Run Rate, T Inlet, Temp,* Flow
No. Lb/Hr OF Tilt OF Direction

iS 150 60 Level 55 Normal
2S 350 80 Level 55 Normal
3S 500 100 Level 55 Normal
4S 650 120 Level 55 Normal
5S 800 140 Level 55 Normal

6S 150 80 Level 75 Normal
7S 500 100 Level 75 Normal
8S 800 120 Level 75 Normal

140

9S 500 60-140 -1/2 In. 55 Normal

10S 500 60-140 +1/2 In. 55 Normal

11S 150 Level 55 Reverse
12S 500 60-140 Level 55 Reverse
13S 800 Level 55 Reverse

*Sink spray flow rate to be approximately 3.2 gpm water for all runs
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A typical temperature profile for a flow rate of 500 lb/hr at a load of 1245 w is pre-
sented in Figure 5-13. It is seen that the evaporator wall temperatures are apparently the
same as the water temperatures. This is attributed to improved effectiveness between the
water and evaporator, as well as to poor thermocouple contact with the evaporator wall. It
is estimated that the average water-to-evaporator wall temperature drop should be about
2 0F for the load and flow conditions depicted in Figure 5-13.

The effect of different sink temperatures for a flow of 500 lb/hr, and typical for the
other flow rates is shown in Figure 5-14. Water outlet temperature is plotted against load
for sink temperature of 55 and 750 F, respectively. As expected, the outlet temperature is
20 F higher for the higher sink temperature run.

The typical effect of tilt on performance for a flow of 500 lb/hr is shown in Figure 5-15,
Like the unfinned configuration, no change in performance was noted at + 1/2 or - 1/2-in.
tilts.

The effect of reverse water flow on performance for a flow rate of 500 lb/hr is shown
in Figure 5-16. It is interesting to see that there is a slightly lower outlet temperature at
high loads during reverse flow. This was not as noticeable in the other two reverse flow
rates tested, i.e., 150 and 800 lb/hr. However, all reverse flow runs showed a slightly
higher effectiveness over their normal flow counter parts, as shown by the (7) data points
in Figure 5-12.

This may be due to nonsymetrical flow effects caused by the seven evaporator-
thermocouple lead wires which exit the flow passage at the left end, furthest from the reser-
voir. Partial blockage or adverse disruption of flow could result. There are no instrumen-
tation wires in the flow entrance at the right end closest to the reservoir. Now, for any flow
direction, the highest heat-transfer rates occur at the entrance of the flow passage. (See
Figure 4-2.) Consequently, for water entering at the left (normal direction), the effective-
ness will be impacted more strongly than water entering at the right (reverse direction).

5. 3.2 Variable-Conductance Heat-Pipe (VCHP) Tests

Following the single-fluid tests, nitrogen was again injected into the pipe to provide
the same 75-780 F vapor temperature-control range. Table 5-4 lists the steady state runs
that were tested. Except for the letters S (for single fluid) and V (for VCHP) the runs in
Table 5-4 correspond exactly to those in Table 5-3. In the discussion of the results below,
the performance of the modified versus unmodified configurations will first be compared.
This will be followed by data which examines the effect of the following parameters on
performance: water flow rate, sink/reservoir temperature, tilt, and reverse flow.
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Table 5-4. Modified Transverse Header - Variable-Conductance Runs

Water
Flow Sink* Reservoir

Run Rate, T Inlet, Temp, Temp, Flow
No. Lb/Hr OF Tilt OF OF Direction

1V 150 55 to 70 Level 55 55 Normal

2V 350 in 50 F A's Level 55 55 Normal
3V 500 Level 55 55 Normal

4V 650 70 to 140 Level 55 55 Normal
5V 800 in 100 F A's Level 55 55 Normal

6V 150 75 to 90 75 75 Normal
in 50 F A's Level

7V 500 90 to 140 Level 75 75 Normal

8V 800 in 100 F A's Level 75 75 Normal

9V 500 Same As -1/2 In. 55 55 Normal

10V 500 Runs 1V-5V +1/2 In. 55 55 Normal

11V 150 Same As Level 55 55 Reverse

12V 500 Runs 1V-5V Level 55 55 Reverse

13V 800 Level 55 55 Reverse

*Sink spray flow rate to be approximately 3.2 gpm water for all runs
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The response of the modified transverse header at a normal flow rate of 500 lb/hr is shownin Figure 5-17. The highest load tested was over 4, 000 w. However, beyond about 3, 600 w,the behavior of the inlet, outlet and vapor temperatures is erratic, perhaps indicating
dryout, or the movement of the interface into the reservoir, or both. Note that the dryout
predicted from Figure 4-3 at an effectiveness of 0.63 is about 3 ,400 w and that above 3 ,000 wthe interface is estimated to be into the reservoir. (See Figure 4-10.)

A comparison of the vapor temperature response for the single-fluid and VCHP modesis shown in Figure 5-18. Over a load range of 400 to 260 w the vapor temperature is re-markably "constant", varying from 77 to only 790F (AT = 2F) for the VCHP mode, com-
pared to a variation of 58 to 76 F (AT = 18 F) for the single-fluid mode. Vapor temperature
values, determined from the pressure gauge attached to the reservoir, agree reasonably
well with the calculated values of vapor temperatures obtained for the original unmodified
design in Figure 5-6.

The response of the outlet temperature for the single-fluid and VCHP modes is shownin Figure 5-19. Over a load variation of 400 to 2,600 w, the outlet temperature varied 90Fin the VCHP mode, and 260 F in the single-fluid mode. For the unfinned configuration, thecorresponding values over the same load were 210 F for the VCHP and 310 F for the single-
fluid mode. (See Figure 5-7.) Thus, the variation in outlet temperature decreased from 68%(21/31) for the unfinned unit to 35% (9/26) for the finned unit.

The outlet temperature response for the two transverse header configurations fromFigures 5-7 and 5-19 are replotted in Figure 5-20. Test conditions for both units wereidentical. It is seen that the modified unit produces a more flattened outlet-temperature
profile over a wider load range. This is due to the improved effectiveness caused by thefinned heat-transfer surface. In addition, residual losses appear to be lower for the modified
unit as a result of the Teflon-coated baffle. These losses are difficult to measure accurately,but can be arbitrarily estimated as the point where the average fluid temperature equals the
extrapolated vapor temperature. From Figures 5-6 and 5-17, these values are estimated
to be approximately 350 and 150 w for the unlined and Teflon-lined baffle configurations,
respectively.

Temperature profiles at two power levels are shown in Figure 5-21. As mentionedbefore, the evaporator thermocouples are not reliable and should be ignored. Comparing the
condenser profile to that of the unmodified design in Figure 5-8, it is seen that both profilesare essentially the same. The slightly lower left-end condenser wall temperatures in Figure
5-8 have apparently disappeared in Figure 5-21 due, probably, to the purging of a nitrogengas pocket. The predicted values of the interface location are also shown in Figure 5-21.
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The correlation is not precise, especially for the high power case where the interface is not
clearly defined (as it is in the lower power profile) from the thermocouple data. An improved
model, as well as a better understanding of how the interface varies along the condenser
surface, is needed. For example, in the 1025-w profile of Figure 5-21, it may be possible
that undetected pockets of nitrogen are trapped within the "active" condenser portion, thereby
making the interface appear closer to the reservoir than it should.

To sum up, the modified cylindrical transverse header with the finned heat-transfer
surface and Teflon-lined baffle performed measureably better, providing a flatter-fluid-
temperature response and reduced shutdown losses. Table 5-5 summarizes the performance
characteristics of both header configurations at a flow rate of 500 lb/hr and a sink/reservoir
temperature of 550 F.

Performance of the modified transverse header at flow rates of 150, 350, 650 and 800
lb/hr are shown in Figures 5-22 to 5-25, respectively. (Performance at 500 lb/hr was
already presented in Figure 5-17). Within the working-load range, the vapor temperature
is relatively constant for all flow rates. Furthermore, the outlet temperature profiles are
similar, regardless of flow rate, as was predicted earlier in paragraph 4. 2. 3. This is
shown in Table 5-6, which lists the outlet temperatures at two loads for the different flow
rates tested.

The sharp sudden increase in fluid temperatures, dramatically illustrated in Figures
5-22 and 5-23, is an indication that partial dryout has occurred. The maximum VCHP dryout
loads obtained for the various flow rates are shown in Table 5-6 and compared to the highest
test values achieved with the single-fluid heat pipe (SFHP). Although dryout data for the
single-fluid tests were not obtained, the comparison gives some idea of the decrease in load
in the VCHP mode. In addition, for flow rates of 150, 350 and 800 lb/hr, the VCHP dryout
values are about 0.5 kw lower than would be predicted from the analysis. This represents a
degradation of about 15%, which is in general agreement with values in the table.

Figure 5-26 shows the effect of operating at a higher sink and reservoir temperature.
Raising the reservoir temperature by 200 F results in an increase in outlet temperature of
about 130F. This is because raising the reservoir temperature increases the pipe pressure,
resulting in an upward shift in the operating temperature (vapor) of the pipe.

Figure 5-27 examines the effect of tilt on VCHP performance for a flow rate of 500
lb/hr. Unlike the single-fluid data of Figure 5-15, which showed no change, the VCHP data
shows a somewhat lower dryout point at both the + 1/2 and - 1/2-in. tilts, compared to the
level orientation.

5-35



Table 5-5. Performance Characteristics of Variable-Conductance Cylindrical Transverse Header

Header Configuration

Parameters Unmodified Modified***

* Effectiveness 0.45 (0.37)* 0.63 (0.67)

* Maximum Load, W 2,600** 3,600 (3,400)

* Temperature Control Between 400 and 2600 W

ATVapor, OF 3 (2) 2 (1)

ATOutlet, OF 21 (25) 9 (9)

* Estimated Shutoff Losses, W 350 150

*Values in parenthesis are predicted
**Dryout not reached

***Teflon-Lined Baffle, Finned Hx Surface
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Table 5-6. Performance of Modified Transverse Header

T oF Max VCHP Max SFHP
Flow Rate, out, ATout, Load at Load Tested,* Decrease in Load,Lb/Hr 2,600 W 400 W OF Dryout, Kw Kw %

150 89 76 13 2.70 2.80 4

350 90 82 8 2.85 3.80 25

500 92 83 9 3.65 3.90 6

650 90 79 11 3.15* 3.40 -

800 92 83 9 2.80 3.60 22

*Dry out not reached
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The effect of reverse flow on VCHP performance for a flow rate 500 lb/hr is shown in
Figure 5-28. The lower dryout during reverse flow exhibited here is typical of the other two
reverse flow runs at 150 lb/hr (run 1V) and 800 lb/hr (run 5V). It is postulated that a greater
liquid ammonia pressure drop in the axial direction is responsible. This comes about be-
cause the highest evaporation rates occur on the right side, closest to the reservoir (flow
entrance), which is furthest from the condenser region on the left side. Thus, there is a
longer liquid ammonia flow-path for reverse flow compared to the normal flow case.

5.4 SUMMARY OF TEST RESULTS

1. The cylindrical transverse header VCHP with the finned heat-transfer surface
and Teflon-lined baffle demonstrated good vapor temperature control (AT = 20 F) and outlet
fluid temperature control (ATout = 90 F) over a wide power range (400 to 2,600 w).

2. Good temperature control was also obtained over a wide range of water flow
rates from 150 to 800 lb/hr.

3. Shutoff losses were approximately 150 w, with a source temperature (800F)-to-
sink temperature (550F) differential of 250F.

4. The maximum load achieved without dryout as a VCHP was 3,600 w at a water
flow rate of 500 lb/hr. At other flow rates between 150 and 800 lb/hr, the lowest dryout
point tested was 2, 700 w.

5. Approximately 15% lower capabilities were observed in the VCHP mode compared
to the single-fluid mode.

6. In the VCHP mode, capabilities at ± 1/2-in. tilt were about 600 w lower than the
level orientation.

7. In the VCHP mode, when the water flow direction was reversed, capacities were
approximately 1, 000 w lower than the normal flow direction.
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Section 6

APPLICATION STUDIES

The variable-conductance transverse header is a pipe whose primary function is to

control, rather than transport, thermal energy. One such application is to use the VCHP
transverse header coupled to a large-capacity heat-pipe radiator to provide a no-moving-
part, self-regulating control system that does not require bypass valves, pumps, etc. A
second rather unique application that features automatic temperature control, isothermaliza-
tion and direct radiation of waste heat, makes use of the transverse header concept to pro-
vide a flat mounting plate for electronics.

In this section these two applications will be described. Primary emphasis has been

placed on utilization of the transverse concept to meet practical spacecraft thermal-control

requirements, not obtainable with more conventional thermal-control hardware.

6.1 HEAT-PIPE RADIATOR HEADER

One of the more attractive methods to achieve fluid temperature control in a heat-pipe
radiator is the use of a variable-conductance heat-pipe header attached to a radiator com-
posed of single-fluid heat pipes. This system provides competitive radiator performance for
the high-kilowatt capacities that will be required in future missions. Table 6-1 lists typical
system radiator requirements currently being planned for future payloads (Ref 12).

For this application, a transverse variable-conductance heat pipe could be used for
the header. Figure 6-la shows how the header would be used directly with the fluid-loop

heat source which is pumped outside the spacecraft to the radiator. This panel represents
one of many that would be combined in series and/or parallel to meet the necessary system
capacity. If it is desired to keep the fluid within the confines of the spacecraft, a transport
heat pipe can be used to couple the fluid to the transverse header as shown in Fig. 6-lb.
This pipe would be a high-capacity, single-fluid arterial design which has already demon-
strated large capacities.

Adaption of the cylindrical transverse header to a heat-pipe radiator is depicted in
Figure 6-2. The transverse header is positioned between two heat-pipe radiator panels,
rather than mounted on the edge of the panel. This results in more efficient use of the
header condenser area. In addition, the mid-panel arrangement results in a lower load/unit
length of feeder-evaporator surface, with a corresponding reduction in temperature drop.
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Table 6-1. Typical Requirements for Large Spacecraft Systems

* Net Heat Rejection

- Maximum Load : 22,000 W

- Minimum Load : 2,000W

* Absorbed Environmental Heat Flux

- Maximum: 60 Btu/Hr-Ft 2

- Minimum: 25 Btu/Hr-Ft 2

* Fluid Loop

- Fluid: Freon-21

- Flow Rate: 500 to 2,000 Lb/Hr

- Temperature

* Inlet (variable) : 42 to 150 0 F
* Outlet : 400 F
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Figure 6-1. Transverse Header/Heat-Pipe Radiator
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Figure 6-2. Transverse Header/Heat-Pipe Radiator



Preliminary estimates, based on the requirements in Table 6-1, indicate the maximum

heat-rejection capability of the radiator would be approximately 23 w/ft2 for a 0.020-in.

thick aluminum radiator with 10.6-in. heat-pipe spacing. Its weight is estimated to be

about 0.7 lb/ft2 , resulting in a specific power of 33 w/lb. The overall area of a unit

radiator is typically 75 ft2 . As shown in Figure 6-2, a transport heat pipe could also be

used to provide the load to the radiator.

6.2 VARIABLE-CONDUCTANCE PLATE

Up to now the majority of thermal control techniques used for heat-dissipating elec-

tronic boxes have been one of the following:

1. Convection-cooled: equipment mounted in pressurized cabin area

2. Cold Plate-cooled: equipment mounted on cold plates cooled by a circulating

coolant

3. Radiation-cooled: equipment mounted on a heat-sink plate which radiates either

through a louver (see Figure 6-3a) or to a reradiating skin (see Figure 6-3b)

In addition, recently developed heat-pipe hardware has been used on an experimental basis

to provide equipment temperature control. These include variable-conductance and diode

heat pipes (flown on OAO-C, and ATS-F Spacecrafts) and a heat-pipe plate or conditioning

panel. The last item, developed by MSFC, is a 30-in. by 30-in. isothermalizing panel on

which electronic equipment is mounted. Waste heat is conducted into the panel, removed

either by a coolant loop, sublimator, heat pipe, etc., and ultimately rejected to space.

(See Figure 6-3c.)

Using the transverse header principle, an improvement to the heat-pipe panel can also

be obtained by providing built-in temperature control for the electronics and direct radiation

of waste heat to space. This is shown schematically in Figure 6-4. The mounting plate,
called a variable-conductance plate (VCP), permits equipment to be mounted to only one

side. Waste heat is heat-piped to the other side, where it is radiated directly to space.

This surface is provided with conventional radiator coatings, silver-backed Teflon, OSR's,
etc. Unlike the thermal conditioning panel, the VCP uses gas-controlled, transverse-type

heat pipes to regulate the temperature of the electronics. Thus, the VCP not only provides

the advantages of a heat-pipe conditioning panel (central mounting location, load sharing,
uniform temperature, etc.), but provides temperature control of electronics and can dis-

sipate waste heat directly to space.

6-5



HEAT SINK
MOUNTING
SURFACE

EQUIPMENT
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Functionally, the variable-conductance plate acts in much the same way as a con-
ventional louver. However, it has the potential of being cheaper, lighter, and more reliable
(no moving parts) than the louver. Unlike the VCP, the louver is sensitive to direct solar
impingement and may require a secondary radiator (used, for example on OAO) or impose
orientation constraints on the vehicle. Other benefits of the VCP in terms of its potential
application to upcoming NASA programs include:

1. The VCP can be made in modular size units, e.g., 4 ft by 4 ft, which can be
coupled together to form larger panels, 4 ft by 8 ft, 8 ft by 8 ft, etc., for central
location of common avionics subsystems.

2. Because of its heat-pipe construction, the VCP provides an isothermal mounting
surface.

3. Standardized equipment mounting points can be provided, e.g., 4-in. centers.

4. Both the shutoff capability and the load-sharing features of the panel will mini-
mize "stay-alive" heater requirements.

5. Panel temperature control is provided by "noncondensible" gas. Control
range can be adjusted by changing the gas charge.

6. The panel, which is a self-contained device, can be used to accommodate add-on
equipment with minimum vehicle impact.

6-8



Section 7

PROGRAM CONCLUSIONS AND RECOMMENDATIONS

Pertinent conclusions derived from this work are:

1. A transverse header that provides large-capacity, variable-conductance control
not previously obtainable with conventional VCHP's has been built and tested. Loads as high
as 3, 600 w were obtained in the VCHP mode without interference from the noncondensible
control gas.

2. The transverse header exhibited only slightly lower capacity in the VCHP mode
than in the single-fluid mode.

3. As with conventional gas-loaded pipes, constant, predictable, vapor-
temperature control has been obtained.

4. For the conditions tested, shutdown losses averaged about 150 w, yielding a
turndown ratio of about 20 to 1. If required, lower losses can be achieved with future design
modifications.

5. Two spacecraft applications have been identified using the transverse principle -
a VCHP header used in conjunction with a heat-pipe radiator, and a variable-conductance
mounting plate for thermal control of electronic boxes.

Having demonstrated the feasibility of the transverse header in a practical configuration,
it is suggested that additional effort be applied to better understand and improve its
performance:

1. Evaluate means of further controlling shutdown losses, particularly for longer
units that would couple to a radiator.

a. Investigate use of other working fluids and control gases

b. Redesign evaporator/condenser/baffle regions for minimal losses

2. Investigate the formation and removal of spurious gas pockets that may be
present in the active condenser region.
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Appendix B

ANALYSIS OF LOSSES IN CYLINDRICAL TRANSVERSE HEADER

Test data presented in paragraph 5. 2. 2, Figure 5-6, indicates losses of about 400 w
when the pipe is shut down by virtue of the noncondensible gas completely filling the con-
denser vapor space. The temperature difference between the water data source (80OF) and
spray sink (550 F) is 250 F. The conductance between the evaporator and condenser surfaces
necessary to support such a loss would have to be

kA Q_ 400 16 w
L AT 25 F T-

These losses are made up of conduction through the webs and end walls, convection through
gas/vapor space, and ammonia diffusion through gas. The magnitude of these losses is
estimated below to determine which ones are significant. Suggested modifications can then
be made to reduce losses and improve the turndown ratio.

CONDUCTION THROUGH WEBS AND END-WALLS

Each of the six stainless steel webs is made up of eight layers of 170-mesh screen
whose wire diameter is 0. 0024 in. The web is 22. 3 in. long. It is assumed that the evapo-
rator space contains only ammonia and that the baffle is therefore at the evaporator temper-
ature. Thus, the conduction length is the distance between the baffle and the inside of the
condenser, which is 0. 1825 in. The conductance is

kA (10) (6) (8) (170)(22. 3)(7r/4)(0. 0024)2
Lweb wire [(0.1825)(12) ]

= 3. 75 Btu/hr-F = 1. 1 w/OF

The conductance through the ammonia (kNH = 0. 29 Btu/hr- 0 F-ft) within the web is estimated
to be

L) = 0.6 Btu/hr-OF = 0. 18 w/F
NH 3
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Thus, the total web conductance is

(L-) = 1.1+ 0.18 = 1.3 w/ F
web

The ends of the pipe have relatively thick aluminum paths between the evaporator and
condenser tubes, as shown in the sketch below.

1 INSULATION 2 SPRAY

END PLATE 1 IN. . 7 • 'CONDENSER TUBE (0.065-IN. WALL)

r terr r r BAFFLE

WATER EVAPORATOR TUBE

However, the conductance into just a 1-in. length of the thin condenser tube is

kA L jwall diam

( = (100)(0. 06 5 )7rr(2)
L 1-2 (1)(12)

= 3.4 Btu/hr-O F = 1. 0 w/OF

For both ends,

L end walls 2. 0 w/ F

To maintain this value of end-wall conductance, the outside surface, including the 1-in.'
condenser strip, must be insulated from the spray coolant. Although during testing this
portion of the pipe was not insulated, it also was not spray-cooled. End losses were there-
fore not excessive.

The total conductive losses are estimated to be approximately

( =) 1i . 3 + 2. 0 3. 3 w F

B-2



CONVECTION LOSSES

Natural convection will occur between the hot baffle and the colder condenser.
Assuming nitrogen at a total pressure of 140 psia (ammonia pressure at 750F), the heat-
transfer coefficient at the baffle and condenser surface is estimated to be

h = 3 Btu/hr2-F-ft 2 *

Using a mean diameter of 1. 68 in. between the baffle and condenser, the area is

(7I) (1. 68) (22. 3) 8182
144 - 0. 818 ft

The conductance is

UA w1UA = 1/3(0. 818) + 1/3(0. 818) = 1. 23 Btu/hr-F = 0; 4 w/oF

The sum of the conductive and convective losses is far below the value of 16 w/o F
required to explain the observed losses. This is illustrated graphically in Figure B-1.

DIFFUSION LOSSES

If it is assumed that the entire baffle outer surface is wet with ammonia, diffusion from
this surface to the condenser wall can be estimated from the following:

S 27rLDANP* ANmA RTPN rC (PAB- PAC
SrB

The resulting heat loss is

Q = mAX (MW)

where

mA = moles of ammonia/hr diffusing from baffle to condenser
L = length = 22. 3 in.

DAN = diffusivity of ammonia in nitrogen (at 10 atm) = 0. 077 ft 2 /hr**
P = total pressure = 140. 5 psia

R = gas constant

T = absolute temperature = 65 + 460 = 5250 F

*Kreith, "Principles of Heat Transfer", International Textbook Co., 2nd Edition, 1965,
pp 333-335.

**Treybal, R. E., "Mass-Transfer Operations", McGraw-Hill, 1955, p 21.
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400 -- OBSERVED LOSS FROM TEST

350 -

300

250 - DIFFUSION LOSS

o
4

200

150

100 - CONVECTION LOSS (0.4 W/oF)

50 - ---- CONDUCTION LOSS (3.3 W/oF)

0 5 10 15 20 25 30

AT, SOURCE TO SINK, OF

Figure B-I. Transverse Header Losses
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PN = mean nitrogen pressure = 21.2 psia

PAB = ammonia partial pressure at baffle = 140.5 psia (750 F)

PAC = ammonia partial pressure at condenser = 98.1 psia (550F)

r C  = condenser radius = 0. 9325 in.

rB = baffle radius = 0. 75 in.

A = heat of vaporization of ammonia = 503 Btu/lb

MW = ammonia molecular wt = 17 lb/lb-mole

Substitution yields a value of diffusional heat transfer of

Q = 520w

This value is larger than required to explain the difference between the observed loss of
400 w and the calculated conduction/convection loss of 93 w. However, it points out that
ammonia diffusion represents a significant loss and that perhaps only a portion of the baffle
surface is wet with ammonia.

CONCLUSIONS AND RE COMMENDA TIONS

1. Major losses in the shutoff mode are probably due to diffusion of ammonia
through nitrogen. Possible modifications of the transverse header to reduce these losses
include:

a. Shielding and sealing webs and baffle on condenser side to minimize
wetting with ammonia

b. Reducing number of webs

c. Using a noncondensible gas that has a lower value of diffusivity with
ammonia, e.g., methane

d. Increasing distance between baffle and condenser

2. Insulate the end walls of the pipe to insure low conduction losses.
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